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List of Terms 
 
 

BNL     Brookhaven National Laboratory 
 
CFN     Center for Functional Nanomaterials 
 
CFR     Code of Federal Regulations 
 
DOE     U.S. Department of Energy 
 
DOT     U.S. Department of Transportation 
 
FACP     Fire Alarm Control Panel  
 
FHC     Facility Hazard Categorization 
 
HIT     Hazard Identification Tool 
 
HSSD     High Sensitivity Smoke Detectors 
 
ISM     Integrated Safety Management 
 
ES&H     Environment Safety & Health 
 
NSLS     National Synchrotron Light Source 
 
PHA     Preliminary Hazard Analysis 
 
PHAR     Preliminary Hazard Analysis Report 
 
RQ     Reportable Quantity 
 
SBMS     Standards Based Management System 
 
TQ     Threshold Quantity 
 
TPQ     Threshold Planning Quantity 
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PRELIMINARY HAZARD ANALYSIS FOR THE CFN AT BNL 

 
1.0 EXECUTIVE SUMMARY 
 
Brookhaven National Laboratory (BNL) is committed to success of the Center for Functional 
Nanomaterials (CFN) in both mission objectives and the safety to its users, staff and public.  To assure 
this success a Preliminary Hazards Analysis (PHA) was conducted to predict the hazards that will be 
encountered during the operational and construction phase of the project.  The PHA was also used to 
make an initial Facility Hazard Categorization (FHC).  The initial FHC of the CFN has been determined to 
be a “Radiological Facility”.  Further analysis of radiation generating devices and the chemical inventory 
will be conducted as the design progresses and processes become more defined, this further analysis 
may change the initial FHC. 
 
Principal Investigators (PI’s) of the laboratory cluster focus areas of the facility were surveyed to identify 
potential hazards with the equipment, operations and ancillary equipment used in their respective 
clusters.  Along with completing a detailed survey of potential hazards, equipment data from vendors, 
review of current chemical inventories, and review of current similar operations was conducted.  This 
review provided a good insight into the potential hazards that will be encountered in the CFN and is 
instrumental in the development of necessary design controls.  Since this process is early in the 
conceptual phase, hazards and controls identified are provided in this PHA to assist in the design. 
 
Due to the dynamic and cutting edge nature of nanoscience technology changes are anticipated in the 
instrumentation/equipment over the course of facility construction.  This will necessitate the refinement of 
this analysis to assure that unreviewed hazards are not introduced into the facility. 
 
2.0  INTRODUCTION 

 
The purpose of this Preliminary Hazard Analysis (PHA) is to identify significant facility operational 
hazards, analyze their consequences, and evaluate proposed methods and systems to manage those 
hazards in support of the concurrent development of the Conceptual Design Report (CDR). This is done 
by developing a description of the proposed facility, its support systems, and proposed safety systems 
using the early design concepts as its basis.  Facility hazards are identified and analyzed with the 
objective of identifying and evaluating safety functions and systems that will be relied upon to manage the 
hazards.  Controls and commitments are established to help ensure that safety functions are realized 
through the design and operational process.  This document establishes the initial safety basis for the 
facility. 

 
The purpose of the Center For Functional Nanomaterials (CFN) at BNL is as follows: 

 
The Center for Functional Nanomaterials (CFN) at Brookhaven National Laboratory (BNL) will be a user 
facility for the characterization, synthesis, and theory of nanoscale materials.  The CFN will be located 
adjacent to the National Synchrotron Light Source (NSLS).  The CFN’s nanoscience program is aimed at 
fully understanding functional materials and their chemical and physical response at the nanoscale and, 
thus, enabling the atomic-level tailoring of new types and forms of nanomaterials. 

 
The CFN will feature extensive research into the design, synthesis, and characterization of 
nanostructures.  Its centerpiece will be an array of five unique, state-of-the-art laboratory clusters, a 
cluster devoted to Theory and Computation and a set of end stations on NSLS beamlines, which, along 
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with the associated scientific and technical staff, will be available to users from academic, government, 
and industrial laboratories.  The clusters (or facilities) will provide users with the breadth of tools needed 
for nanoscience research at a single location.  
 
 
3.0  DESCRIPTION OF FACILITY AND OPERATIONS 
 
This section describes the proposed facility and its operations and is the basis for the overall analysis.  A 
more detailed design description is provided in the CDR. The level of description provided here is 
designed to support the assessment of hazards and hazards mitigation 

 
3.1 Facility Description 
  
The following is an abbreviated description of the physical facility and associated supporting and utility 
systems.  The reader is referred to the CDR for detailed descriptions.  The purpose of this section is to 
facilitate the basis understanding of the facility and help place the discussion of hazards and their controls 
in context.  Additionally, this kind of information is traditional for a PHA and allows the PHA to be used 
without the need for the companion design documents such as the CDR upon which the PHA is based. 
 
3.1.1 Basic Structures 
  
The facility will provide approximately 85,000 square feet of general laboratory, wet laboratory, clean 
rooms, conference areas, office and support space. The two-story building will be constructed in close 
proximity to existing Buildings 725, 535 and 480 at the northwest corner of Brookhaven Avenue and 
Railroad Street. The facility is physically attached to Building 725 through a connecting corridor and to 
Building 535 through an overhead walkway enclosure.  This facility will provide space for scientific staff 
from the Instrumentation Group, Physics, NSLS, Material Science and Chemistry. 

 
The project will include:  
 
 53 Individual offices 
 12 Multi-person offices 
 Flexible Office Space 
 Electron Microscopy Labs 
 Scanning Probe Labs 
 Nanopatterning Labs (with clean rooms) 
 Materials Synthesis Labs (with clean rooms) 
 Theory & Computation Labs 
 General Purpose Labs 
 Conference Space 
 Service and Support Space, including mechanical equipment area, toilet rooms, corridors, and 

other support spaces. 
 

The building will incorporate human factors into its design so as to encourage peer interactions and 
collaborative visits by staff around the Laboratory. In addition to offices and laboratories, it will house 
“interaction areas” for informal discussions and lunch rooms on each floor to foster scientific discourse. 
This design approach is commonly regarded as the state-of-the-art in research facility design.  The 
laboratory areas will incorporate lessons learned from other recent BNL laboratory construction as well as 
compliance with current regulatory and consensus standards for contemporary laboratory design.  
 
The new laboratory building consists of a structural steel frame with bays of metal decks with concrete fill, 
all supported on reinforced concrete footings and foundations. The ground floor will be a concrete slab on 
grade in various thicknesses to eliminate vibration between each laboratory and surrounding areas. The 
roof will be metal deck with concrete fill and roof insulation, with a 4-ply membrane roofing system.  
Exterior wall treatment shall be architectural panel and operable double-glazed aluminum windows. In 
addition, the walls will be designed to eliminate electro-magnetic/radio frequency interference from 
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external sources. 
 
 
The entire laboratory building will be climate controlled with an electronically controlled heating, 
ventilation and air conditioning system linked to BNL’s site-wide energy management control system 
(EMCS).  Utilities will include: steam and condensate; electrical power; communication; fiber-optic data-
link; fire protection and detection; sanitary system; potable water; and storm water drainage. 
 
The BNL Center for Functional Nanomaterials will be a structure integrated with the existing NSLS and 
Instrumentation facilities to complement the existing functions of these facilities. Siting of the Center will 
take advantage of proximity to the Instrumentation (Building 535), Physics (Building 510), Material 
Science (Building 480), and NSLS (Building 725) Divisions, which are key interdisciplinary participants in 
Nano research. 
 
The building will include five major laboratory clusters: Nanopatterning, Materials Synthesis, Electron 
Microscopy, Ultrafast Optical Sources and Proximal Probes. In addition, the Center will also operate a 
beamline cluster at the NSLS and a theory cluster housed in the facility. 
 
3.1.2 Utilities 
 
3.1.2.1 Electrical Power 
 
Normal power will be provided to the CFN from two  new Double-Ended Electrical Unit Substations; one 
with two 1500 KVA 13.8kV – 480/277V, 3ph, 4w, transformers with outdoor walk-in Switchgear and one 
with two 1500 KVA 13.8kV – 208/120V, 3ph, 4w, transformers with outdoor walk-in Switchgear.  Two  
separately protected 13.8kV feeders will power each of the Substations, i.e. 725-1 and 725-2.  This will 
allow for ease in maintenance, increased system reliability, and rapid reinstatement of power in the event 
of an unplanned outage.  The Substations will be located outdoors just west of the main CFN building.  
Power distribution at 208/120 volt, 3 phase, 4 wire, 60 Hz will serve building convenience outlets, outdoor 
lighting controls, instrumentation and other low voltage power needs as required.  Power distribution at 
480/277 volt, 3 phase, 4 wire, 60 Hz, will serve building mechanical system and specialty laboratories. 
Two 13.8kV feeders; 725-1 and 725-2, originating from the Main Electrical Substation, Building 603 will 
provide power to both Electrical Substations.  Each substation will have separate 13.8kV switches to 
provide isolation during maintenance.  The electrical system will include ten Main Distribution panels; 4 
located on each floor of the CFN for interior loads and two outdoors for the remaining site electrical 
requirements.  These distribution panels will feed miscellaneous loads and smaller sub-panels as 
required in the laboratories and other experimental areas.  All primary service feeders will be run in 
underground electrical ductbanks, steel reinforced where necessary.  All interior branch circuit feeders, 
will be copper conductors, 600 volt insulated cable, installed in NEC compliant electrical raceways. 
 
The Electrical distribution system will be designed per the latest version of the National Electrical Code 
and all electrical apparatus will be UL listed and comply with Factory Mutual Guidelines and IEEE 980. 
 
3.1.2.2 Heating, Ventilation and Air Conditioning 
  
The Mechanical Equipment Rooms and Power Supply Room will be air-conditioned utilizing ductless split 
system type air conditioning units.  The Offices, and laboratory areas will be air conditioned with central 
station HVAC units located in the mechanical equipment penthouse utilizing central steam and central 
chilled water for heating and cooling. 
 
Exhaust ventilation for the Laboratory Clusters will be accomplished with systems having HEPA and/or 
charcoal filtration and exhaust stacks discharging 4000 feet per minute as per BNL and Industrial 
Ventilation guidelines.  Areas will have a negative pressure relationship to adjoining areas.   The CFN 
Mechanical Room will have exhaust ventilation to provide heat control at a rate of 2 CFM/ft2 floor area.   
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3.1.2.3 Cooling Water Systems 
 
Chilled water and compressed air from the central site wide supply will be extended to the CFN 
Mechanical Room for required experimental cooling.   
 
 
3.1.2.4  Fire Suppression & Potable Water System 
 
Fire Protection and potable water will be supplied from the BNL site wide potable water system.  A fire 
sprinkler system will be provided meeting the requirements of NFPA 13 “Standard for Installation of 
Sprinklers”.  Design densities will be based on demands established in NFPA 13 and matched to supplies 
by water flow test on the BNL water supply system.  BNL has a combination domestic and fire protection 
water supply system. The system is supplied by several deep wells and is stabilized by two elevated 
water storage tanks (one 1 million gallon and 350,000 gallon capacity). The wells have electric primary 
drivers and a limited number have backup internal combustion drivers. The system can sustain three 
days of domestic supply and a maximum fire demand (4000 gpm for 4 hours) for BNL with two of the 
system's largest pumps out of service and one storage tank unavailable. The piping distribution network 
is well gridded.  
 
Fire hydrants are provided within 300 ft. of each facility (there are some exceptions to the 300ft. distance 
on the BNL site but not in the vicinity of the CFN). Frost proof hydrants are needed since the frost line 
extends to 4 feet below the surface in the winter. BNL and the local Suffolk County Fire Departments use 
National Standard Thread couplings. BNL's Plant Engineering Division maintains the water supply 
system. BNL's Fire/Rescue Group conducts valve inspections on the distribution system to ensure 
reliability of firefighting water supplies.  
  
3.1.2.5 Instrumentation and Control Systems 
 
The CFN laboratory spaces will require precise control of their environmental conditions to achieve 
optimal performance of the research instruments.  As such, standard commercial HVAC controls typically 
utilized for office environments will not be adequate to meet these requirements.  It is anticipated that 
CFN laboratory spaces will be monitored and controlled by a combination of commercial HVAC controls 
and industrial grade process controls linked to a direct digital control system specially programmed to 
serve the precise requirements of these lab spaces.  Overall performance and monitoring of this system 
will be linked and continuously monitored by the BNL site wide Energy Management Control System 
(EMCS).  
  
3.1.2.6 Fire, Alarm and Detection 
 
A complete automatic fire alarm system will be provided meeting the requirements of NFPA 72 “National 
Fire Alarm Code”.  A new fire alarm control panel (FACP) will be provided for the facility.  The sprinkler 
system will be monitored for water flow alarms.  Control valves for water supplies to the sprinkler system 
will also be monitored.  Manual fire alarm pull stations will be provided around the facility, typically one by 
each exit door.  Smoke detection will be provided in areas were highly sensitive electronic equipment, 
valued over $250k, will be located (as per current DOE Orders).   Combination audible/visual alarm 
annunciation devices will be provided throughout the facility to alert the occupants. 
 
All fire alarm and system supervisory signals are monitored by the Fire/Rescue Group at Building 599.  A 
secondary monitoring station is located at Security (Bldg 50).  Typically the Group responds to the scene 
of a BNL facility within 5 minutes.  Fire Rescue is staffed and equipped for incipient stage structural fire 
fighting.  BNL is a member of the Suffolk County fire and medical mutual aid system.  This provides 
assistance from 120 other fire departments in Suffolk.  Fire Rescue also provides emergency medical 
services via a NY State Certified Basic Life Support Ambulance.    Additionally, Fire Rescue is the on site 
hazardous materials response team.  They are trained as Hazardous Materials Technicians as per 
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NFPA. 
The CFN will be provided with fire extinguishers in compliance with NFPA 10. 
 
 
3.1.2.7 Communications 
 
The communications systems provide the distribution of data and telephone communications.  Generally, 
these provisions allow for the installation of cabling, equipment, and tie-in terminations by BNL 
Communications Division.   
 
A new telephone service with local paging and intercom will be provided to the facility serving the 
laboratory, office and supporting Mechanical/Electrical Rooms.  The service will be provided via new 
underground concrete encased duct bank to the mechanical room. 
 
A new fiber optic based network data cable and support equipment will be provided to the new facility via 
a new underground concrete encased communication duct bank to the mechanical room. 
 
3.1.2.8 Facility Access Control 
 
The CFN will be equipped with magnetic card readers to restrict access to authorized personnel only. 
 
3.2 Cluster descriptions and equipment 
 
3.2.1 Nanopatterning 
 
The Nanopatterning cluster located on the first floor, will include nanowriting electron-beam and ion beam 
systems.  In addition, this cluster will include laboratories for pattern transfer, including thin-film deposition 
and etching equipment.  The facility will be used to investigate novel nanoscale-fabrication processes, 
perform patterning on nano-objects and arrays for characterization and measurement, and fabricate 
nanameter-measuring tools.  Linewidth measurements of the fabricated structures will be accomplished 
with high-resolution scanning electron or proximal microscopes. 
 
This cluster will contain three basic areas to contain the primary instrumentation. These are the 
nanolithography, thin film deposition and etching, metrology and testing and one area for general 
experiments and storage.  There will be class 100 and 1000 clean rooms, several HEPA filtered 
ventilation hoods and vented chemical storage cabinets. 
 
Proposed major equipment; 
Instrument/Equipment Principal Use Comments 
JEOL 9300FS Electron-Beam 
Lithography Pattern Generator 

Fabricate nano-scale trenches 
in substrates 

x-ray leakage < .5 mrem/hr; 
Accelerating voltage 100Kv 
(thermal field emission gun); 
Beam current 5x10-11 to 1x10-

7 A 
Strata DB235 Field Emission Ion 
Focused Ion Beam Lithography Tool 

Integrates immersion field 
emission scanning electron 
microscope (FE-SEM) with 
focused ion beam (FIB) for 
cross sectioning and TEM 
preparation 

Needs scrubbed exhaust; 
x-ray leakage < .1 mrem/hr @ 
10cm; stray magnetic field < 
0.1µT. 

Oxford Plasma Lab Etcher Deep reactive ion etching of 
silicon 

5kw RF generator 

EVG 150 Development Station Coating process for thin film 
and thick resist applications 
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3.2.2 Ultrafast Optical Sources 
 
The Ultrafast Cluster will house and develop a suite of techniques important to understanding structure 
and dynamics of nanostructured systems down to femtosecond time scales.  A few laser systems will 
serve a number of experimental stations, configured for different nonlinear optical probes and 
femtosecond pump-probe geometries, offering researchers the broadest range of available techniques. 
Many developing ultrafast techniques that are widely perceived as showing great promise in nanoscience 
applications, such as terahertz spectroscopy, novel single-shot measurement techniques, ultrafast near-
field microscopy, and Ultrafast Optical Sources, are also interesting scientifically in themselves, so the 
laboratory is also structured for the active development of these techniques and their rapid inclusion as 
methods available to researchers at the Center. 
 
The Cluster can be roughly divided into Nonlinear Optical Probes, Femtosecond Pump-probe Methods, 
and New Sources and Techniques.  Nonlinear Optical Probes primarily exploit the high peak intensity of 
ultrafast systems.  The nonlinear response of the sample to the strong optical fields is strongly dependent 
on local composition and structure, creating a probe which can isolate surface effects from bulk 
response, interrogate interfacial dynamics at the boundary of nanostructures, identify local conformational 
changes within a sample, probe local fields, or reveal other symmetries.  Femtosecond Pump-probe 
Methods exploit the ultrafast character:  nanostructured systems show interesting dynamical behavior on 
time scales from femtoseconds to milliseconds and beyond, and optical pump-probe techniques provide 
unique ways in which to study phenomena over this whole range.   New Sources and Techniques 
develop new methods and apply them to nanostructured systems.   
 
This cluster is made up of two laser laboratories on the second floor and will include several HEPA 
filtered ventilation hoods and vented chemical storage cabinets. 
 
Proposed major equipment; 
Instrument/Equipment Principal Use Comments 
Utlra-fast, terawatt class multi-kilohertz 
laser system 

Structure and properties 
characterization 

1 kHz dioxide pumped Nd, 
YLF pump laser. 

Hyper-fast (10fs) coherent XUV/soft x-
ray capability 

Structure and properties 
characterization 

0.01-2.5 kHz 4mJ 800 nm 

Tunable ultra-fast pulses for linear and 
nonlinear spectroscopy 

Structure and properties 
characterization 

 

Ultra-fast detectors and advanced 
metrology 

Structure and properties 
characterization 

 

Multiplexed system design for multi-
user capabilities 

  

 
 
 
3.2.3 Electron Microscopy  
 
 A combined STM/TEM, in addition to existing high resolution TEM instrument will be housed in this 
cluster.  These instruments will be dedicated for structure and property measurement of nanometer scale 
materials, such as nanoparticles and wires.  Nanostructured samples will be prepared in an adjacent 
ultra-high vacuum chamber and then transferred directly into the TEMs. 
  
The cluster will be located on the first floor and incorporate HEPA filtered ventilation hoods and vented 
chemical storage cabinets. 
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Proposed major equipment; 
Instrument/Equipment Principal Use Comments 
TEM/STEM (300-400kV) Structure and property 

measurement 
Built in STM with piezo 
stages (spatial resolution 
<0.8A, energy resolution < 
0.1eV 

High-resolution magnetic microscope 
(200kV) 

Structure and property 
measurement 

 

SEM  Structure and property 
measurement 

With environmental 
chamber 

Imaging plate reader Structure and property 
measurement 

 

Image, diffraction and spectroscopy 
analysis and structural modeling 
software and hardware 

  

 
 
3.2.4 Materials Synthesis  

 
The materials synthesis cluster located on the second floor, is designed to provide capabilities for 
advanced functional materials synthesis including bulk, thin-film, and nanofabricated materials.   The 
major analytic equipment will include, an x-ray diffraction system, a thermal properties (TGA) capability 
and a SQUID magnetometer.  The facility will also include the capability for the synthesis of small 
molecule and polymeric thin films by vapor phase growth and spin casting. 
 
Thin film fabrication is facilitated with a MBE system, a pulsed laser deposition system (PLD) for oxide 
films, and a basic evaporator for putting down metal layers.  Bulk preparation facilities, including arc 
melting and crystal growth via induction melting will be used to prepare bulk crystals for their intrinsic 
scientific interest or for use as substrates or targets in film preparation. A wet chemistry preparation lab 
will be used for generation of highly uniform precursors and for fabrication of nano-particles. 
 
The characterization tools included within these laboratories are essential to the nano-fabrication effort.  
A metallography lab will allow the evaluation of microstructures, as well as the preparation of specimens 
for scanning electron microscopy.  Conventional x-ray diffraction will be used for preliminary 
characterization.  Magnetic and thermal characterization will be utilized extensively.  
 
 
Proposed major equipment; 
Instrument/Equipment Principal Use Comments 
Molecular beam epitaxy 
(MBE) 

fabrication of film samples (Veeco Applied Epi Mod. 
Gen.II), growth chamber will 
offer 15KeV Rheed and 
residual gas analyzer 

E-beam Evaporator allow metallic coatings to be applied to 
specimen surfaces 

3kW 

Pulsed Laser Deposition 
(PLD) 
 

fabrication of oxide films Lambda Physik Excimer Laser 
& atomic force microscope 
(characterization of deposited 
film) 

Arc Furnace grow custom substrates for thin film 
depositions.  A potential application (after 
some modification) would be to generate 

permit the fabrication of single 
crystal and poly-crystal 
intermetallics 
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carbon nano-tubes. 
Bridgman Crystal 
Growth/Induction Heater 

producing crystals heated using magnetic 
induction 

 

X-Ray Diffraction Lab 
(XRD) 
 

basic laboratory based powder   

Metallography Lab 
 

lab provides the ability to process and 
inspect specimens.  Cutting, mounting, 
and polishing 

 

Magnetometer 
 

characterize magnetic and 
superconducting specimens 

 

Inorganic and Polymer 
Preparations 
 

array of equipment, including glove 
boxes, centrifuge, spincoater, pumps, and 
circulator will be available for inorganic 
and polymer synthesis 

viscometer will be provided for 
characterization of fluids. 
 

BET-Surface area by 
adsorption 

technique is use to estimate particle sizes 
from surface areas 

 

High Pressure Liquid  
Chromatography 

chemistry technique which permits the 
identification, by “fingerprinting” of 
components in solution 

 

 
 
3.2.5 Proximal Probes 
 
Many of the experiments that will be carried out in this cluster will involve the synthesis of nanomaterials 
on solid surfaces that will be used as templates.  For example, this will be the route for preparation of 
carbon nanotubes, self-assembled molecular materials, and nanocatalysts.  It is expected that, in the first 
stage of the work, the functional materials will be characterized in the cluster using atomic-force 
microscopy, scanning-tunneling microscopy, as well as an advanced surface analysis instrument.  More 
experimental surface-probing will also be done at the NSLS.  Combining these techniques, researchers 
will be able to determine the structure and composition of films.  
 
This cluster will be located on the first floor and will include several HEPA and/or charcoal chemical 
hoods, ventilated chemical and toxic gas storage cabinets. 
 
Proposed major equipment; 
Instrument/Equipment Principal Use Comments 
Vacuum evaporator Sample preparation  
UHV Variable Temperature Scanning 
Tunneling Microscope 

Material characterization  

UHV Low Temperature, Scanning 
Tunneling Microscope 

Material characterization  

Environmental, Combination STM/AFM Material characterization  
LEEM Material characterization  
High Pressure STM/AFM Material characterization Will be site modified 
Olympub Inverted Research Microscope Material characterization  
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3.2.6 Theory and Computation 
 
This cluster will maintain the capability (hardware and software) to interpret experiments carried out at the 
nanocenter.  In addition software to assist in the designing and synthesizing of new nanostructured 
materials.  A suite of software will be developed in the following areas: 
 

 Density functional codes for crystals and crystalline surfaces, 
 Quantum chemistry codes for finite clusters, 
 TEM, X-ray analysis codes, 
 Visualization, graphics, molecular mechanics.  

 
Proposed major equipment; 
Instrument/Equipment Principal Use Comments 
Dedicated workstations Computing support commercial unmodified equipment 
Linux Cluster nodes Computing support  commercial unmodified equipment 
Software Analysis Developed on site, analysis only will 

not control building or safety systems 
 
 
3.2.7 CFN Endstations at NSLS 
 
The seventh “cluster” will be modified beamline endstations located at the NSLS, which will be devoted to 
small-angle x-ray scattering and x-ray microprobing. The hazards and controls of these endstations will 
be covered under existing NSLS design and operational procedures.  

 
4.0   HAZARD SCREENING   
 
Preliminary hazard screening and assessment of the hazards associated with the CFN has been 
achieved by reviewing the proposed activities, equipment, instrumentation, chemical inventories, as well 
as interviewing the Principal Investigators and evaluating their current laboratory hazards and operations.   
The BNL “Hazard Identification Tool” (HIT) http://www.bnl.gov/sbms_office/hid/ was used to identify and 
document these potential hazards for each cluster.  The potential hazards identified for each cluster are 
summarized in tables 4-1 through 4-6 
 
Table: 4-1 
CLUSTER:   Nanopatterning 
HIT 
Screening 
Question* 

HAZARD SOURCE 

1. Accelerators or RGD’s RGD’s radiation area capable; 
incidental x-rays, 

2.  Radioactive Material None 
3. Explosives None 
4. Lasers None: 
5. Chemicals, toxic materials carcinogens; hydrofluoric acid; 

peroxide forming chemicals; toxic 
gasses;  hydrogen gas; cryogens; 
comp gasses, Nitrogen, Helium,  

6. Electrical high voltage power supplies, hi 
amps, potential hot work,  

7. Mechanical Hazards portable hoist; power tools; 
8. Non-ionizing radiation 5 Kw RF; stray magnetic fields < 0.1 
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µT 
9. Thermal Hazards Cryogens 
10. Pressure Sources >15psig, compressed gasses 
11. Noise None 
12. Additional Hazards: biological, confined 

space, elevated 
Potential for biological samples, 
small quantity, sealed. 

13. Site built instrumentation None:  
14. Extended Operations work outside normal hours, will not 

be attended 
15. Environmental hazardous waste, industrial waste 
16. Design controls, interlocks, ventilation  ventilation systems HEPA 
17. Facility Safety Systems Sprinkler system; lightning/surge 

protection; compressed air, gasses,  
* corresponds to the Hazard Identification Screening Questions 

 
 
Table: 4-2 
CLUSTER:   Ultrafast Optical Source 
HIT 
Screening 
Question* 

HAZARD SOURCE 

1. Accelerators or RGD’s RGD’s radiation area capable; intentional 
x-rays, 

2.  Radioactive Material None 
3. Explosives None 
4. Lasers Class 3b, 4, 2, 1, modified, laser dyes. 
5. Chemicals, toxic materials carcinogens; combustibles; hydrogen 

gas; reproductive hazard chemicals; 
cryogens; dry ice; comp gasses, Nitrogen, 
Helium, fluorine mix. 

6. Electrical high voltage power supplies, hi amps, 
potential hot work, locally modified/built; 
ESO approval required.     

7. Mechanical Hazards None 
8. Non-ionizing radiation Stray magnetic fields 
9. Thermal Hazards cryogens,  
10. Pressure Sources >15psig, >1.0 kilojoule 
11. Noise None 
12. Additional Hazards: biological, 

confined space, elevated 
None 

13. Site built instrumentation modified commercial equip 
14. Extended Operations work outside normal hours, will be 

attended 
15. Environmental None 
16. Design controls, interlocks, 

ventilation 
interlock systems (laser lab); potential 
medical monitoring 

17. Facility Safety Systems Sprinkler system; lightning/surge 
protection; compressed air, gasses,  

* corresponds to the Hazard Identification Screening Questions 
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Table 4-3 
CLUSTER Electron Microscopy 
HIT 
Screening 
Question* 

HAZARD SOURCE 

1. Accelerators or RGD’s Incidental x-rays 
2.  Radioactive Material None 
3. Explosives None 
4. Lasers None 
5. Chemicals, toxic materials carcinogens; pyrophoric; toxic gasses; 

combustibles; hydrogen gas; sensitizers; 
exothermic and endothermic; cryogens; 
dry ice; comp gasses, Nitrogen, Helium, 
fluorine mix. 

6. Electrical high voltage power supplies, hi amps, 
potential hot work  

7. Mechanical Hazards pneumatic lift, rigging; fork truck; powered 
hand tools. 

8. Non-ionizing radiation None 
9. Thermal Hazards cryogens,  
10. Pressure Sources cryogen >160 L, >15 psig 
11. Noise None 
12. Additional Hazards: biological, 

confined space, elevated 
welding/cutting; 

13. Site built instrumentation modified commercial equip 
14. Extended Operations work outside normal hours, will be 

attended 
15. Environmental hazardous waste; industrial waste 
16. Design controls, interlocks, ventilation local exhaust; interlock systems (laser 

lab) 
17. Facility Safety Systems Sprinkler system; lightning/surge 

protection; compressed air, gasses,  
* corresponds to the Hazard Identification Screening Questions 
 
 
Table 4-4 
CLUSTER:   Materials Synthesis 
HIT 
Screening 
Question* 

HAZARD SOURCE 

1. Accelerators or RGD’s RGD’s radiation area capable; intentional 
x-rays, 

2.  Radioactive Material None 
3. Explosives None 
4. Lasers 3b, 4, 2, 1, modified, laser dyes. 
5. Chemicals, toxic materials carcinogens; pyrophoric; toxic gasses; 

combustibles; hydrogen gas; sensitizers; 
exothermic and endothermic; cryogens; 
dry ice; comp gasses, Nitrogen, Helium, 
fluorine mix. 
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6. Electrical high voltage power supplies, hi amps, 
potential hot work  

7. Mechanical Hazards pneumatic lift, rigging; fork truck; powered 
hand tools. 

8. Non-ionizing radiation Induction heater (50 Kw, 40-200 KHz) 
9. Thermal Hazards cryogens, furnaces 
10. Pressure Sources cryogen >160 L, >15 psig 
11. Noise None 
12. Additional Hazards: biological, 

confined space, elevated 
welding/cutting;  

13. Site built instrumentation None 
14. Extended Operations work outside normal hours, will be 

attended 
15. Environmental hazardous waste; industrial waste 
16. Design controls, interlocks, ventilation local exhaust; interlock systems (laser 

lab) 
17. Facility Safety Systems   Sprinkler system; lightning/surge 

protection; compressed air, gasses,  
* corresponds to the Hazard Identification Screening Questions 
 
 
Table 4-5 

CLUSTER:   Proximal Probes 
HIT 
Screenin
g 
Question* 

HAZARD SOURCE 

1. Accelerators or RGD’s Incidental x-rays 
2.  Radioactive Material None 
3. Explosives None 
4. Lasers 3b, 4, 2, 1, modified, laser dyes. 
5. Chemicals, toxic materials carcinogens; pyrophoric; toxic gasses; 

combustibles; hydrogen gas; sensitizers; 
exothermic and endothermic; cryogens; dry ice; 
comp gasses, Nitrogen, Helium, fluorine mix. 

6. Electrical high voltage power supplies, hi amps, potential 
hot work  

7. Mechanical Hazards pneumatic lift, rigging; fork truck; powered hand 
tools. 

8. Non-ionizing radiation None 
9. Thermal Hazards cryogens,  
10. Pressure Sources cryogen >160 L, >15 psig 
11. Noise None 
12. Additional Hazards: biological, 

confined space, elevated 
welding/cutting; potential for biological samples, 
small quantity, sealed 

13. Site built instrumentation modified commercial equip 
14. Extended Operations work outside normal hours, will be attended 
15. Environmental hazardous waste; industrial waste 
16. Design controls, interlocks, 

ventilation 
local exhaust; interlock systems (laser lab) 

17. Facility Safety Systems Sprinkler system; lightning/surge protection; 



The Brookhaven Center For Functional Nanomaterials 
Preliminary Hazards Analysis 

 15

compressed air, gasses,  
* corresponds to the Hazard Identification Screening Questions 
 
 
 
Table 4-6 

CLUSTER:   Theory and Computation 
HIT 
Screenin
g 
Question* 

HAZARD SOURCE 

1. Accelerators or RGD’s None 
2.  Radioactive Material None 
3. Explosives None 
4. Lasers None 
5. Chemicals, toxic materials None 
6. Electrical Standard commercial 

computer equipment  
7. Mechanical Hazards None 
8. Non-ionizing radiation None 
9. Thermal Hazards None  
10. Pressure Sources None 
11. Noise None 
12. Additional Hazards: biological, confined space, 

elevated 
None 

13. Site built instrumentation None 
14. Extended Operations 24 hour operation, 

unattended 
15. Environmental None 
16. Design controls, interlocks, ventilation None 
17. Facility Safety Systems Sprinkler system; 

lightning/surge protection. 
* corresponds to the Hazard Identification Screening Questions  

 
 
5.0   HAZARDS IDENTIFICATION 
 
This section identifies those hazards that pose a threat to the workers or environment.  No public threats 
are considered due to the negligible chemical and radiological inventories and the fact that this facility will 
be maintained as a radiological facility (below a Nuclear Category 3 facility).   

 
The reader should note that the CFN Facility poses no new hazards not already encountered at BNL.    
Many years of design and operational experience leads to a high level of confidence that all significant 
hazards are identified and that controls will be put into place that have proven to be effective. 
 
Non-operational hazards, like those associated with construction, are excluded except as they appear as 
external hazards.  All traditional construction hazards are controlled by BNL safety procedures. 
 
While detailed quantification of hazardous materials is not possible at this time, some quantification is 
possible based on instrument/equipment needs, and evaluation of similar current operations of the 
Principal Investigators.  
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Current and expected chemical inventories were evaluated against regulatory thresholds including 
Threshold Planning Quantities (TPQ) in 40 CFR 355, and the Threshold Quantities (TQ) in 29 CFR 
1910.119 and 40 CFR 68.130.  The predicted quantities to be used in the CFN are far below these 
regulatory thresholds.  A screening using the Reportable Quantity (RQ) in 40 CFR 302.4 was also 
performed which identified quantities of chemicals that may approach RQ thresholds in a few cases.   
 
 
Management of chemicals is very restricted at BNL using a Chemical Management System which 
inventory’s and tracks all chemicals. 
  
The CFN will not have any bulk storage of flammable or combustible liquids, corrosive, caustic or reactive 
or toxic chemicals.  All quantities of chemicals will be in the small scale laboratory operations, and will be 
stored in vented chemical cabinets.  Flammable and non flammable gasses will be used to support the 
research program including instrumentation support and will be in DOT cylinders with quantities limited to 
what is required for the process.  Small quantities of toxic materials will be used and will follow BNL 
guidelines for the handling and use of toxic materials. 
 
Several clusters will be conducting research on samples that may include biological material in small 
amounts.  The facility will be designed to a Biological Hazard Level 2 and operations will comply with the 
BNL Biosafety Subject Area.   
  
The CFN will not contain any accelerators but will introduce radiation generation devices capable of 
creating a radiological area.  The RGD’s are further discussed in section 6.  No use of radiological 
materials is anticipated at this time, however there is a potential to introduce small amounts of radioactive 
materials/samples to support the experimental program.  Any amount of radiological material will be 
maintained below 40 CFR 302 Table 302.4 Appendix B thresholds. 
   
5.1 Anticipated Abnormal Events 
 
Anticipated abnormal events are those events that are expected to occur in the facility one or more times 
during the life of the facility.  Anticipated events are generally addressed through the design of the facility 
and standard operating procedures. Potential accident conditions are addressed through design, 
emergency response/recovery procedures and operator training/qualifications.  
   
Anticipated abnormal events for the CFN facility are well understood due to the vast amount of 
experience with similar facilities at BNL.  These abnormal events could include; equipment/instrument 
failure, chemical spill, sample spill, gas leak and power outage.  
  
5.2 Maintenance and other Routine Events 
 
Activities other than normal operations are considered in the CDR. These activities include repair and 
inspection activities of scientific equipment, routine maintenance, waste handling and management, and 
entry and exit to the facility. 
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Table 5-1 Operational Hazards 

 
 

Hazard Location Comments 
Lasers    Ultra Fast Optical; Materials Synthesis; 

Proximal Probes;  
Multiple laser labs with class 4 lasers, 
interlock systems will be designed to 
BNL interlock standards.  

X-Ray’s Nanopatterning; Ultra Fast Optical; 
Electron Microscopy; Materials 
Synthesis; Proximal Probes;  

RGD’s capable of producing a 
radiation area, potential for 
modifications to commercial 
equipment 

Chemicals handling Nanopatterning; Ultra Fast Optical; 
Electron Microscopy; Materials 
Synthesis; Proximal Probes;  

All clusters will use laboratory 
quantities of chemicals, some use of 
carcinogens, toxins, pyrophoric, 
sensitizers, flammable gasses, will be 
used.  Flammable storage cabinets 
and fume hoods will be provided for 
each cluster.  

Mechanical  Nanopatterning; Electron Microscopy; 
Materials Synthesis; Proximal Probes  

Power tools, hoists,  

Thermal  Nanopatterning; Ultra Fast Optical; 
Electron Microscopy; Materials 
Synthesis; Proximal Probes;  

Materials Synthesis will use furnaces 
with high surface temperature, 
warning signs will be installed.  All 
clusters will use small amounts (<60 
liters daily) of non-flammable 
cryogens. 

Pressure  Ultra Fast Optical; Electron 
Microscopy; Materials Synthesis; 
Proximal Probes;  

Compressed gasses, vacuum 
systems 

Hazardous/Industrial Waste Nanopatterning; Electron Microscopy 
Materials Synthesis; Proximal Probes;  

Low volume hazardous/industrial 
waste 

Non-ionizing radiation Nanopatterning; Ultra Fast Optical; 
Materials Synthesis  

Up to 50Kw RF; stray magnetic fields 

Electrical   Nanopatterning; Ultra Fast Optical; 
Electron Microscopy; Materials 
Synthesis; Proximal Probes;  

Typical High Voltages and Currents 
associated with scientific 
instrumentation.  Some equipment 
modification may be necessary and 
will require Electrical Safety Officer 
approval. Potential “hot” work will 
require adherence to BNL working hot 
procedures.   
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Table 5-2 External Hazards  

 
 

6.0 HAZARD ASSESSMENT AND HAZARD EVALUATION 
 
This section assesses the hazards identified in section 5. A preliminary hazard screening was performed 
to identify potential hazards as potential preventive and mitigate features and assign relative hazard level.  
The hazards for this operation are well understood because (1) similar operations are currently being 
performed in similar facilities with the same personnel who will operate the CFN facility and (2) all of the 
hazards realized in this facility have been effectively managed in other facilities at BNL and are 
considered routine. 
 
6.1  Facility Hazard Categorization 
  
Facility hazard categorization is based on the radioactive and chemical inventory within a facility and the 
associated hazard potential. Hazards are evaluated in compliance with U.S. Department of Energy (DOE) 
Order 5480.23, "Nuclear Safety Analysis Reports;" DOE Standard 1027-92, "Hazard Categorization and 
Accident Analysis Techniques for Compliance with DOE Order 5480.23;" and 29 CFR 1910.119, "OSHA 
Process Safety Management of Highly Hazardous Chemicals" and the BNL Subject Area on Facility 
Hazard Categorization.  The Facility Hazard Category determines the type of facility and subsequent 
requirements for safety documentation, authorization basis, and approval authority for operation of the 
facility. 
The CFN facility has been classified as a radiological facility per BNL Facility Hazard Category Subject 
Area.  Chemical inventories do not approach the threshold for designation as a chemical facility. As a 
radiological facility inventories must be maintained to less than nuclear category 3 levels as per DOE Std 
1027-92.  Although the facility has a negligible radiological inventory, the CFN has been designated as a 
radiological facility based on use of Radiation Generating Devices (RGD’s) that have the potential for 

Hazard 
 

Location Comments 

Seismic events Entire Site/Facility A significant seismic event above the design level 
could cause structural damage and partial collapse 
leading to the loss of the facility, injury or death or 
personnel, and/or release of chemical material. 

Flooding Events Facility lower level Flooding from surface runoff, systems failure or rain 
could cause flooding of the first floor. 

High Winds Facility High winds in excess of the design wind basis could 
cause collapse of the roof allowing water and 
structural damage to the facility and support 
equipment with possible injury to personnel, and/or 
release of chemical material. 

Snow Loading  Second level roof structure Heavy snow loads in excess of design criteria could 
cause collapse of the roof allowing water and 
structural damage to the facility and its associated 
equipment, possibly leading to personnel injury 
and/or release of chemical material. 

Soil Contamination North East corner of 
construction site 

The original BNL fire house was located in the 
northeast corner of the construction site.  Previous 
remediation activities discovered small amounts of 
Strontium 90 contamination. This contamination 
was remediated, however it will be necessary to 
sample during site excavation. 



The Brookhaven Center For Functional Nanomaterials 
Preliminary Hazards Analysis 

 19

creating radiological areas and personnel exposures.  This categorization will be revisited when 
equipment specifications and initial testing is completed. 
 
 
6.2 Natural Phenomena Hazards Mitigation (NPH) Performance Category (PC) Determination  
 
Based on the guidance in DOE Std 1021-94, the natural phenomena hazards mitigation Performance 
Category (PC) for this facility based on the identified hazards and potential consequences is PC-1. 
 
6.3  Methodology 
 
Hazards identified in the screening process are evaluated in context with the proposed 
operation description, the hazards associated with the current operations with similar facilities at BNL, 
and the baseline knowledge of these types of hazards. 
 
Qualitative hazard assessment is predicated on the terminology used in DOE Order 5481.1B. Although 
this Order is no longer in effect, these qualitative hazard levels and consequences are a well-accepted 
methodology for categorization of hazards. 
 
Table 6-1.  Qualitative Hazard Levels 
Hazard Level Narrative Consequence 
High (H) Potential for onsite or offsite impacts to large number of persons or for major 

impacts to the environment. 
Moderate (M) Potential for considerable onsite impacts to people or the environment, but at 

most only minor offsite impacts. 
Low (L)  Potential for only minor onsite and negligible offsite impacts to people or the 

environment. 
 
 

6.4 Hazards Evaluation 
 
The assumptions used in determining the qualitative hazard levels are: 
 
Operational Low hazards exist due to, worker exposure to radiation generation devices and  lasers, and 
external low hazards from, natural phenomena hazards.  Standard industrial hazards are considered low 
and although they were identified in the preliminary hazard screening, they are not addressed in detail in 
this analysis due to the Laboratory’s institutional, facility and activity levels controls in place at to control 
these hazards see section 7. 

 
No high or moderate hazards have been identified for this facility.   
 
Several low consequence hazards were identified.  Although these hazards are considered routine at 
BNL they are discussed in this section to help identify necessary controls that are required to be 
incorporated into the design phase.  The low consequence hazards are: 
 

• Worker exposure to lasers 
• Worker exposure to radiation generation devices 
• Natural Phenomena Hazards 

 
6.4.1. Laser Hazards 
 
Three of the laboratory clusters (Materials Synthesis and Ultra Fast Short Wavelength Souce, Proximal 
Probes and Optical Microscopy) will require laser labs that will contain class 4 lasers.  The Laser Safety 
Subject Area requires that Class 4 lasers have their controlled areas interlocked. ES&H Standard 1.5.3, 
Interlock Safety for Protection of Personnel, details the requirements for technical design, hardware, 
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testing, and documentation for these systems. As guidance from ES&H for design basis requirements, 
the level of protection category for Class 4 laser systems is for "critical" hazards and the design 
probability for their failure is considered "remote." 
The CFN laser laboratory interlocks will follow the following general design criteria for specific hardware 
requirements due to the “Critical” hazard areas designation;  

This requires that an appropriate entry control program shall be established. The fail-safe character of the 
interlock system is vital. The entry control program shall include at least one of the following. One item 
alone does not necessarily constitute an adequate interlock system, therefore review and approval of the 
Laser Safety Officer will be required prior to final design. 

1. The interlock system shall prevent entry to the area when Critical Hazards exist, or upon 
entry, shall cause the hazard level to be reduced below that level defined as critical; also, 
it shall prevent restart of the energy source until a manual reset is made. 

2. Control devices shall activate a conspicuous visible or audible alarm if the hazard 
remains, so that the individual entering the Critical Hazard Area through a control device 
is aware of the energy level and the Area Supervisor or designee are also made aware of 
the entry. Administrative procedures shall define the required actions of personnel when 
alarms are activated. 

3. Entryways shall be locked during operations, except when access to the area is required. 
Positive requirements for entry including surveys of hazardous energy levels shall be 
made for the initial entry, and periodically, as necessary, to assure that safe energy 
levels are maintained in accordance with administrative procedures. 

4. Control devices shall automatically generate audible and/or visible alarm to alert 
personnel in the area before the use or operation of the energy source. These alarms 
shall allow sufficient time to evacuate the area, or to activate a secondary control device 
to prevent the use or operation of the energy source. If the visual indicator should be 
turning out the lights, levels of illumination shall be high enough so that personnel can 
rapidly leave the facility or take action to prevent actuation of the hazardous energy. 

The technical design requirements for the CFN laser labs will follow the following: 

1. The protective functions of the interlock system should render the energy source/system 
safe during the most likely failure events (e.g., loss of power/pressure, open circuit, short 
to ground, and single component failures). 

2. Redundant circuits should not share cables and should be separated physically on circuit 
boards and terminal strips. Redundant systems should be configured differently. 

3. Cable runs should be made in accordance with good practices and the National Electric 
Code. 

4. Suitable protection shall be provided to preserve the physical integrity of all system 
components. Components and materials should be resistant to damage from heat, 
radiation, and water, as appropriate. 

5. A configuration management program shall be established to include the interlock 
system logic and also interfaces to peripheral equipment, such as power supplies for 
instrumentation. 

6. All interlock lines and components should be labeled and readily identifiable. 

7. The interlock system should be modular in design so that the interlocks for different parts 
of the facility can be serviced independently. If the facility is designed to allow portions to 
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be serviced or modified while the remainder is in operation, such as individual 
experimental areas, then there shall be a means to reconfigure/disconnect the part of the 
interlock system which is being serviced from the rest of the system without 
compromising safety. 

8. The design of the interlock system shall provide for complete testing, with the effort and 
disruption required by such tests within practical limits. 

9. There shall be an independent review of the interlock system's design by persons 
experienced in the design and operation of personnel protection interlock systems. There 
shall be a record kept of the findings of the review and the response to each finding. 

10. A controlled means for reconfiguration and bypassing of components of the interlock 
system shall be established and documented. 

11. A well-designed interlock system for Critical hazard systems should include sequenced 
and timed inspection stations, warning lights, audible alarms, and emergency off- 
switches. 

12. Where practicable, indication of the status of the facility interlocks shall be shown on the 
control console. 

13. Emergency-"Crash"-devices shall be provided, and shall be clearly visible, labeled, and 
readily accessible. Activation of emergency devices in the Interlocked Area shall re-
initialize the system and require a reset at the location of the activated emergency 
device. 

14. Emergency exit shall be possible at all doors in conformance with NFPA 101, Life Safety 
Code. Emergency entry into the area also should be provided. 

15. Status signs or clearly labeled status lights should be provided at entry doors. 

16. Where personnel entry is possible, Interlocked Areas shall be searched before the 
energy source is turned on to insure that there are no people still inside. Where 
appropriate the following shall apply. 

A. Sequential-search confirmation buttons, or check stations, shall be placed to 
insure that the area is comprehensively searched. These check stations also 
may be used to set the interlocks on the doors as they are passed. If any door is 
opened after being set, or any emergency device is activated inside the 
interlocked area, the system logic shall abort the search. 

B. After completing the search, there shall be both audible and visible warnings 
providing a time interval before enabling of the hazardous energy. Warnings shall 
be limited to within interlocked areas to avoid de-sensitizing personnel. If the 
lights are dimmed as the visible warning, then the level of illumination shall 
remain strong enough for personnel to see clearly to rapidly leave the facility or 
take action to prevent actuation of the hazardous energy. The duration of the 
warning interval shall be sufficient for an individual to reach an emergency 
"crash" device or to leave the area.  

C. The search procedures must be rigorous and carefully designed, and shall be 
tested periodically. 

 
 
6.4.2 Radiation Generation Device Hazards 
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The CFN will utilize RGD’s in the following clusters; Nanopatterning, Ultra Fast Short Wavelength Source, 
Electron Microscopy, Materials Synthesis; Proximal Probes that are capable of producing radiological 
areas and electron generating devices that are capable of producing incidental x-rays.  For the most part 
these will utilize commercial shielded instruments that will reduce the dose to an acceptable level, 
however in certain cases modifications to the instruments may be necessary to support the science  
 
 
 
mission.  Due to this potential the CFN will incorporate design guidelines from the BNL Radiological 
Control Manual.  
 
Special considerations associated with the use of radiation generating devices include the presence of x-
rays incidental to operation and the potential for uncontrolled exposures. Operation of these devices 
requires stringent physical and administrative controls to prevent unnecessary exposure to operating and 
support personnel. The following requirements will be applicable to the RGD’s used in the CFN. 
1. BNL Radiological Control Manual and BNL RGD sitewide procedure. 

2. Safety devices and interlocks at fixed installations shall be operational prior to and during         
generation of a radiation field. Operational status shall be verified by testing.  

3. General Operational Safeguards.  

The Departments/Divisions are responsible for implementing the following recommendations, 
which are applicable to analytical X-ray units, utilizing either closed or open beam diffractometers 
and spectrographic equipment.  

a. Each facility containing analytical X-ray equipment should have a listing of responsible 
persons posted conspicuously at the entrance to the facility or laboratory.  

b. A warning light of fail safe design labeled with the words "X-Rays ON" shall be conspicuously 
located near the X-ray tube to indicate when the X-ray tube is activated.  

c. A sign or label indicating "CAUTION--X-RAYS PRODUCED WHEN ENERGIZED" should be 
placed near any switch that energizes an X-ray tube.  

d. The dose due to unwanted radiation from components such as high voltage rectifiers shall not 
exceed 10 mrem in a week in any accessible region 5 cm from the outside surface of the 
generator cabinet. Assuming that an individual may be in the vicinity of the equipment while it 
is operating for as long as 40 hours per week, the dose rate should not exceed 0.25 mrem/hr.  

e. Normal operation procedures and alignment procedures shall be documented by the 
manufacturer of the X-ray system, or by the facility manager if the source housing and X-ray 
accessory apparatus are not compatible components supplied by the same manufacturer.  

f. All safety devices (shutters, warning lights) should be tested quarterly to ensure their proper 
operation. Records of these tests should be maintained.  

g. Any attempt to alter safety devices either temporarily or on a permanent basis shall be 
approved by the facility manager and warning of the alteration conspicuously posted. 
Radiation protection surveys should be made after each alteration of safety devices.  

h. Radiation protection surveys should be conducted in the immediate vicinity of the X-ray 
apparatus by qualified personnel on a routine basis. These surveys may be performed by the 
operator with the guidance of the Rad Con Representative.  

i. Operators of analytical X-ray equipment shall be required to use finger dosimeters of other 
personnel monitoring devices provided by Facility Support Services.  
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4. Closed Beam Diffractometers and Spectrographic Equipment  

4. The radiation source, sample, detector and analyzing crystal (if used) shall be enclosed 
in a chamber or coupled chambers that cannot be entered by any part of the body during 
normal operation.  

5. The inherent shielding of the chamber walls shall be sufficient to limit the dose rate in all 
regions 5cm from its outer surface to 0.25 mrem/hr during normal operation.  

6. The sample chamber closure shall be interlocked, by a fail-safe method, with the X-ray 
tube high voltage supply or a shutter in the primary beam so that no X-ray beam can 
enter the sample chamber while it is open unless the interlock has been consciously and 
deliberately defeated and conspicuously posted.  

 
 
6.4.3  Natural Phenomena Hazards 

 
Site selection and facility design must consider the relevant natural phenomena hazards.  Those hazards 
of interest to this project include seismic events, flooding, high winds and snow loading.  All Natural 
Phenomena Hazards are considered to be Low hazard. 
 
6.4.3.1  Seismic Events 
 
The effects of a significant seismic event at BNL would include loss of facility, personnel injury, and some 
loss of chemical materials.   Because there are no inventories of radionuclides, no releases are possible.  
A seismic event, would likely cause loss of the facility and instrumentation.   
 
The BNL site was originally designated as a "moderate" seismicity zone as per Interagency Committee 
on Seismic Safety in Construction (ICSSC) Technical report 17.  This ICSSC report designated a 
"moderate" zone as one having an acceleration velocity between 0.10 g and 0.20 g, with a "low" zone 
being below 0.10g.  A more detailed analysis using the county-by county maps from the 1994 NEHRP 
Recommended Provisions for the development of Seismic regulations for New Buildings was used as 
allowed by the ICSSC report.  This evaluation shows that BNL falls into an area where the acceleration 
velocity is slightly less than 0.10g, and thus has been reclassified as a "low" seismicity zone. The design 
for the CFN Facility is based on a 0.20g acceleration velocity.  The building structure will be designed for 
maximum rigidity by using generously sized structural members, rigid connection details and beam and 
girder framing of the second floor with 8” thick concrete fill.   Due to the vibration sensitivity of many of the 
instruments, Vibration isolation slabs will be used in the construction, this feature will help to protect 
instrumentation during a seismic event.   
 
The probability of occurrence in the BNL area of an earthquake sufficiently intense to damage building 
structures was thoroughly investigated during construction of the Graphite Reactor and several 
subsequent reviews for the High Flux Beam Reactor, all within close proximity to the proposed site of the 
CFN.  It is the consensus of seismologists that no significant quakes are to be expected in the 
foreseeable future.  No active earthquake-producing faults are known in the Long Island area. 
 
6.4.3.2 Flooding Events 
 
The only water of any potential significance on the BNL site is the Peconic River, on the North-Northeast 
side of the site.  The Peconic is frequently dry, and there is no record of the river producing any flooding 
that could encroach on the site.  Therefore, flooding from surface water sources is not considered a 
concern. 
 
As evidenced in the Brookhaven National Laboratory Site Environmental Report for Calendar year 1993, 
there is potential for the groundwater to rise to the surface in certain areas of BNL.  According to this 
report, groundwater has risen to the ground surface at several locations on site.  Groundwater is 
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generally 35 to 40 feet below ground surface around the site and therefore not considered a flooding 
threat. 
 
While BNL is relatively near the coast, there has been no Tsunami flooding of the area recorded.  The 
effect of Tsunami flooding is not applicable.  While there can be mild ice rain in the vicinity of BNL, it is not 
expected that the site will experience any severe ice jam, flood, wind-driven ice ridges, or ice produced 
forces that would effect the CFN facility.  
 
 
The CFN Facility will be located at base level of approximately 86’ 6” above sea level.  Flooding is not 
considered a major threat to the CFN facility due to the site characteristics and the elevation of the 
facility.  Any potential flooding is most likely to be from leaking facility systems. 
 
6.4.3.3 Snow Loading 
 
Heavy snow loads are possible but infrequent due to the temperature being moderated by the Long 
Island Sound to the north and the Atlantic Ocean to the south.  The effect of snow load beyond the design 
capacity of the roof of the facility are most likely to occur to the upper floor and mechanical equipment 
penthouse.  This could result in possible damage to instrumentation.  These consequences are 
considered to be minimal and would not warrant design beyond what is required to meet the Uniform 
Building Codes.  
 
The facility will be constructed of reinforced cast-in-place concrete floors, steel frame with insulated metal 
panels and thermal glazing.  The function of the structural systems is to provide the support for the 
structures to resist all anticipated roof and wind loads, and all loads produced from the mechanical and 
electrical utilities within the facility.  The roof is designed for a live load of 20 psf. 
 
6.4.3.4  High Winds 
 
The highest wind speeds at BNL have occurred with hurricanes.  Hurricanes occur in June through 
October and a few week of declining storms in May and November.  In September, there is a 92% 
probability for at least one tropical cyclone somewhere in the North Atlantic and a 42% probability for 
three or more.  The northeastern states were subject to hurricanes of moderate intensity only rarely 
between 1901 and 1931.  Sections of the coast have been severely affected since 1932, with several 
hurricanes moving inland or passing close enough offshore to result in storms of hurricane winds, heavy 
rainfall, or high storm tides.  However, tornados and hailstorms are extremely rare on Long Island.   
 
High winds have been analyzed at BNL for collocated facilities to the proposed location of the CFN 
(HFBR and BGRR) and have been bounded by hurricane winds of up to 110 mph.  These analyses 
showed that any events associated with the high winds were not expected to result in any impact that 
would release radiological inventories of those facilities.  The CFN with a much smaller profile and 
construction methods meeting the UBC would be bounded by those previous analyses.  The design basis 
wind used for this facility will be a straight wind of 90 mph. 
 
If wind damage did occur to the roof structure the consequences would be similar to that of the heavy 
snow loading where damage to instrumentation is possible but would not result in a release the 
hazardous material inventory of the facility.    
 
7.0 ADMINISTRATIVE CONTROLS 
 
This section contains the administrative controls that are indicated by the analysis or are required to 
maintain the assumptions associated with the analysis.  This is not an inclusive listing of necessary 
administrative controls due to the fact that many of those will be controlled by the existing Laboratory 
Management Systems.  The controls listed here are those that may affect the authorization basis of the 
facility and the validity of the PHA. 
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7.1 Inventory Control 
 
The fundamental basis of this facility is that it is to remain below a nuclear facility categorization.  An 
inventory control system will be implemented to ensure that the radiological inventory remains below a 
category 3.  Chemical inventory’s are limited to the minimum amount necessary to support the 
experimental program.  Chemical inventory is  tracked through the Chemical Management System. 
   
 
 
7.2 Radiation Protection  
 
The existing Laboratory radiation protection program will be in effect for the CFN Facility, which is in 
compliance with 10CFR835. 
 
7.3 Access Control 
 
The CFN management will establish appropriate access controls to ensure that access to the facility is 
controlled when hazardous conditions exist. 
 
7.4  Transportation and Handling of Hazardous Materials 
 
The CFN will follow the Laboratory Transportation and handling of hazardous materials program.  
Samples will be controlled by standard operating procedures that will cover handling, packaging and 
transportation to and from the facility.  These procedures exist for other BNL facilities and will be modified 
to accommodate CFN Operations.  Emergency procedures will be established for the CFN Facility to 
address releases of hazardous material, exposures of personnel, fires etc. 
 
7.5  Fire Hazard Controls 
 
Combustible loading will be managed to ensure that no unnecessary flammable materials accumulate in 
the facility or that unnecessary flammable materials are introduced to the facility.  Fire detection systems 
will be installed and maintained to assure that they are operational and function as designed. 
 
7.6  Configuration and Change Management 
 
The CFN facility will establish configuration and change management systems to ensure that identified 
safety systems are maintained in suitable state and that changes do not adversely affect the facility safety 
operations. 
 
7.7 Training and Qualifications 
 
The CFN will follow the Laboratory Training and Qualifications Program this program is to ensure that 
BNL employees, guests, users, and contractors are trained and qualified to perform their assigned tasks 
and job functions. The Laboratory has established training requirements in accordance with regulatory 
requirements for work to be performed, hazards that may be encountered, areas that will be accessed, 
potential for risk, and general site requirements. BNL has defined minimum training requirements for work 
to be performed, and monitors the completion of these requirements. In addition to ensuring that 
personnel receive appropriate training, the Laboratory is committed to ensuring that its workers are 
qualified to perform their jobs. 

Qualification is defined in terms of education, experience, training, and any special requirements (e.g., 
medical exams, external certification) necessary for unescorted, unsupervised performance of assigned 
responsibilities. 
 
7.8  Work Planning and Control  



The Brookhaven Center For Functional Nanomaterials 
Preliminary Hazards Analysis 

 26

 
All work performed at the CFN including experimental, routine work and maintenance will be covered by 
utilizing existing Laboratory Subject Area “Work Planning and Control”. 
 
This subject area establishes work control processes based on the Integrated Safety Management (ISM) 
Core Functions to define the scope of work, identify the hazards, develop controls, work within the 
controls, and provide feedback and continuous improvement. The subject area provides a graded  
 
 
approach to manage a wide range of operational and experimental activities from routine to highly 
complex, and integrates other systems and subject areas such as hazard analysis tools, training 
requirements, and environmental management into the processes. 
 
The significant aspects of this Subject Area with applicability to the CFN are as follows: 

1. Experimental Safety Review - All organizations conducting experiments use this process to 
identify the hazards, plan the work controls, and authorize the experiment. The process provides 
a graded approach to determine the level of planning rigor needed in the documentation. Each 
Department/Division uses an Experiment Review Coordinator to determine if a proposed or 
modified experiment requires a new Experiment Safety Review Committee review or if it fits 
within established controls from previous reviews.  

2. Work Planning and Control for Operations - This process applies to all physical work 
performed by BNL and non-BNL staff, and also uses a graded approach to identify hazards, 
risks, and complexity levels, and to establish the level of rigor for planning and review. The 
process requires use of a site-wide work permit form for all moderate and high hazard work, not 
already covered in Standard Operating Procedures, to key the work control process.  

7.9 Chemical Management  
 
BNL has an established Chemical Management System (CMS) in place.  The CMS consists of a web 
based inventory that captures incoming chemicals (type, quantity and location) to the site with bar code 
identification and tracks these chemicals through their use and ultimate disposal.  All chemicals used at 
the CFN will be tracked in this fashion.   
 
7.10  Authorization Basis 
 
Although a Safety Analysis Report is not required as an Authorization Basis (AB) document due the 
radiological hazard categorization of this facility, BNL uses a Facility Use Agreement (FUA) program to 
document the AB of facilities.   The FUA will establish the operational parameters, and required hazard 
and risk analysis, safety envelope, and the authorization basis for the CFN facility. 
 
 


